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ROOF TRUSS CAVITY

NOTCH OUTSIDE GABLE END TRUSS (G.E.T) CORRUGATED METAL )
TO TIE LOOKOUTS TO INSIDE G.E.T / ROOFING DESIGNED BY:  CCHRC
R B DRAWN BY: cD
TOP OF TRUSS
AT THIS POINT =% Y- 5/8" CDX PLYWOOD
/ ROOFING
| A < |
2X8 FASCIA \ R-60 SPRAY FOAM INSULATION
| IN ROOF TRUSS CAVITY No.|  Revl/lssue Date
R-60 SPRAY FOAM INSULATION IN |
|

2x4 LOOKOUTS SPACED 4FT —

CORRUGATED METAL

N 1
ROOFING O.C. [BEHIND SOFFIT] -~ B

|
|
|
| /2
||
; \32 )
GRACE ICE & WATER SHIELD — |
5/8" CDX PLYWOQOD |
|
|

|
| GABLE END TRUSSES
ROOFING : ] /
246 FASCIA (EAVE FLASHING A ¢ | R-60 SPRAY FOAM INSULATION DESIGN DOCUMENTS
\

|

LAPS OVER METAL FASCIA) | IN WALL CAVITY

p.

\

1

e

\
[T

- 1/2" PLYWOOD WALL FINISH
1x4 VERTICAL FURRING STRIP
ATTACHED TO TRUSS END W H 2X4 WINDOW BLOCKING

TYVEK HOUSE WRAP

1-51/2
X / 1/2" PLYWOQOOD CEILING
o I R |
ROOF TRUSS TAIL —— 1/2" AC PLYWOOD | | NOTES:
2x10 WOOD BLOCKING BETWEEN CEILING - INSTALLED ‘ ‘
X
TRUSSES TO UNDERSIDE EEZ?ATNEG'NTER'OR | |
OF ROOFING PLYWOOD
| |
CORRUGATED METAL SIDING / | |
\ |

|
'

TRUSS SYSTEM.

1/2" AC PLYWOOD WALL FINISH

R-60 SPRAY FOAM INSULATION IN
WALL TRUSS CAVITY. INSULATION
APPLIED AGAINST TYVEK 1
WALL TRUSS, PART OF M

1/2" AC PLYWOOD

WALLS
o o paekeane | R e
WINDOW TRIM g ’

PROVIDED BY WINDOW
MANUFACTURER

FIRE RETARDANT PAINT APPLIED
TO INTERIOR SIDE OF PLYWOOD
(WALLS AND CEILING)

v
8-0"

| — = ]
TYVEK HOUSE WRAP Jg % 1/2 PLYWOOD WINDOW BOX
Y (FASTENED TO TRUSS AND
|
‘ (@)]
X 1/2" PLYWOOD M T i
= INTERIOR WALL FINISH | W o
. ‘ r 3
CORRUGATED METAL RdE b5
(o]
SIDING /‘/ g -
3/4" T&G SUBFLOOR R-60 SPRAY FOAM | <5y 5
1/2" GAP BETWEEN WALL INSULATION IN WALL } roXPS
2x4 BLOCKING BETWEEN PLYWOOD AND SUBFLOOR 274" T8G SUBFLOOR CAVITY ‘ kL S
TRUSSES TO SUPPORT EDGE " -
OF SUBFLOOR I A SN - 3/4" T&G SUBFLOORﬂ‘ | ! § O E—C,: é §
FLOOR TRUSS, PART OF I
TRUSS SYSTEM J\ 2x4 BLOCKING BETWEEN /%/ —
-
S = TR L oo oo | | | R-60 SPRAY FOAM INSULATION
R-60 SPRAY FOAM INSULATION [\I } } } Iy FLOOR CAVITY
- = FLOOR TRUSS; RESTS
IN FLOOR TRUSS CAVITY y\Q& DIRECTLY ON GLULAM ‘ » SIMPSON H1 TIE
INSECT SCREEN WRAPPED - INSECT SCREEN WRAPPED ol
AROUND BASE OF 1x4 VERTICAL | © AROUND BASE OF 1x4 VERTICAL m
) FURRING STRIPS 6
FURRING STRIPS A1.1 )
4 S R=
METAL DRIP EDGE d - w METAL DRIP EDGE = (@]
3/8" PLYWOOD ATTACHED TO ) / 3/8" PLYWOOD C O
UNDERSIDE OF TRUSSES A I\ m
TO SPRAY FOAM AGAINST UERT S a0 =
SIMPSON H1 HURRICANE TIE g GLULAM BEAM EXPOSED END CUTS T o)
/é/ bz TREATED WITH WOOD PRESERVATIVE I ~m & £
GLULAM BEAM EXPOSED 4 / << 0 o
00 PRESERVATIVE / ADJUSTABLE BRACKET o w S o
WOOD PRESERVATIVE / / (5 m = Y 3/ (0]
. < v =0
7 = © o
g Q L oc E < n g S
ADJUSTABLE BRACKET g 3 ~ T £ 5c5
F < < 2 00
r <= o PoN
PILING (DIMS TO BE PILE HEIGHT TO BE —
DETERMINED ON SITE) DETERMINED ON SITE
|
PILE HEIGHT WALL SECTIONS
DETERMINED ON SITE
TRUSS WALL DETAIL o X

i GABLE END WALL DETAIL 0/ o ] '61:3 . 1

2 SCALE: 1" = 1-0"

1 SCALE: 1" = 1-0"
SHEET or fotal




CORRUGATED METAL ROOFING

SOFFIT J-CHANNEL NAILED TO [
UNDERSIDE OF RAFTER TAIL
e
J-CHANNEL TO RECEIVE
METAL SIDING EDGE
METAL SIDING
1x4 VERTICAL FURRING STRIPS

GRACE ICE &
WATER SHIELD

5/8" CDX PLYWOOD

EVE FLASHING

1T A-.-lll\\““\“

\\\N||i‘
\\

| |

—v_

T
(1

W
\y
i

;\\“\\\\l\h

_l‘\

METAL FASCIA
ROOF TRUSS TAIL
2x6 FASCIA

i

R

2x10 BLOCKING
BETWEEN TRUSSES

VENTED SOFFIT

.

CENTERED ON TRUSSES

TYVEK HOUSE WRAP

\

SOFFIT DETAIL

SCALE: 1 1/2"= 1'-0"

1/2" AC PLYWOOD

3/4" T&G SUBFLOOR

FLOOR TRUSS, PART OF
TRUSS SYSTEM

R-60 SPRAY FOAM INSULATION
IN FLOOR TRUSS CAVITY

\

\

\

METAL SIDING

1x4 VERTICAL FURRING STRIPS
TYVEK HOUSE WRAP

2X6 BLOCKING

INSECT SCREEN WRAPPED AND
STAPLED AROUND BASE OF 1x4
VERTICAL FURRING STRIPS

METAL DRIP EDGE

3/8" PLYWOOD ATTACHED TO
UNDERSIDE OF TRUSSES
TO SPRAY FOAM AGAINST

SIMPSON H1 HURRICANE TIE

GLULAM BEAM EXPOSED
END CUTS TREATED WITH
WOOD PRESERVATIVE

TRUSS WALL FURRING-SIDING DETAIL

SCALE: 1 1/2"= 1'-0"

2

18

NOTCHED
OUTSIDE GABLE
END TRUSS
(GET)TOTIE
LOOKOUTS TO
INSIDE G.E.T

METAL RAKE TRIM

EVE FLASHING x
2x6 FASCIA /

————

————

————Ff

METAL FASCIA / s

/. s/ s/ s/ s/
//////////;////////;////////;////////;////,,W/‘

ROOF TRUSS TAIL

2x4 LOOKOUTS
SPACED 4FT O.C.

VENTED SOFFIT

F-CHANNEL FOR
SOFFIT

J-CHANNEL FOR

SIDING
1x4 VERTICAL

FURRING STRIP
OUTER GABLE END

TRUSS

INNER GABLE END /

TRUSS

|

L ; . e .

ROOF LOOKOUT DETAI

SCALE: 3" = 1-0"

2x4 LOOKOUTS LAID FLAT
IN NOTCHES CUT INTO
GABLE END TRUSS 4'-0" O.C.

LOOKOUT NOTCH DETAIL

SCALE: 3" =

ROOF EVE LOOKOUT PLACEMENT ELEVATION

4 SCALE: 1/2" = 1'-0"

DESIGNED BY: CCHRC
DRAWN BY: CD
No. Rev./Issue Date
DESIGN DOCUMENTS
NOTES:
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2x4 WINDOW
BLOCKING

3/4" AZEK PLANK
WINDOW TRIM

PREASSEMBLED PVC JAMB
EXTENSION WITH CASING,
PROVIDED BY WINDOW
MANUFACTURER

1/2" PLYWOOD WINDOW BOX
(FASTENED TO TRUSS AND
BLOCKING WITH SCREWS)

WINDOW BLOCKING

WINDOW BOX DETAIL

METAL SIDING

J-CHANNEL TRIM

1x4 VERTICAL FURRING STRIP

SELF-ADHERING
FLASHING MEMBRANE

EXT TYVEK HOME WRAP
1/2" PLYWOOD BOX

AZEK WINDOW JAMB EXTENSION

— 7

GAP SEALED WITH MIN EXPANDING FOAM

1 l_6"

DESIGNED BY: CCHRC
DRAWN BY: CD
No. Rev./Issue Date

I N I WINDOW UNIT

BACKER ROD AND ELASTOMERIC CAULK

1 SCALE: 3" = 1-0"

DESIGN DOCUMENTS

[N

PRE ASSEMBLED PVC JAMB EXTENSION

WITH CASING, PROVIDED BY WINDOW MANUFACTURER

WINDOW PLAN DETAIL ON TRUSS END WALL

3 SCALE: 3" = 1-0"

METAL SIDING

J-CHANNEL TRIM

EXT

NOTES:

INT

SITE-BUILT AZEK

WINDOW JAMB EXTENSION

RECEIVING CHANNEL BUILT

INTO WINDOW UNIT

SITE-BUILT AZEK
WINDOW JAMB EXTENSION

PREASSEMBLED PVC JAMB
EXTENSION WITH CASING,

PROVIDED BY WINDOW
MANUFACTURER

BACKER ROD WITH

J-CHANNEL TRIM J

METAL SIDING

1x4 VERTICAL FURRING STRIP

CEDAR SHIM OVERLAID WITH
SELF ADHERING FLASHING
MEMBRANE FOR DRAINAGE

ELASTOMERIC CAULK

— METAL STRAP TO ATTACH

WINDOW TO WINDOW BOX

1/4" GAP BETWEEN WINDOW
AND JAMB SEALED WITH MIN

TYVEK HOME WRAP*

SELF-ADHERING
FLASHING MEMBRANE*

* DUPLICATE DETAIL AT WINDOW HEADER |

WINDOW SILL DETAIL ON GABLE END WALL

EXPANDING FOAM

2 SCALE: 6" = 1-0"

FAIRBANKS, AK 99708-2489

1000 FAIRBANKS STREET
(907) 457-3454
www.cchrc.org

P.O. BOX 82489
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0

1

KITCHEN PLAN

NOT TO SCALE

KITCHEN ELEVATION

NOT TO SCALE

2

BATHROOM VANITY PLAN

NOT TO SCALE

4

KITCHEN ELEVATION

NOT TO SCALE

5

BATHROOM VANITY ELEVATION

NOT TO SCALE

KITCHEN ELEVATION

DESIGNED BY: CCHRC
DRAWN BY: CD
No. Rev./Issue Date

DESIGN DOCUMENTS

NOTES:

1000 FAIRBANKS STREET

P.O. BOX 82489

FAIRBANKS, AK 99708-2489

(907) 457-3454
www.cchrc.org

3

NOT TO SCALE

INTEGRATED TRUSS
THREE BEDROOM

GALENA MODEL

PROJECT:

Galena, Alaska

Design Development

ISSUED
08/12/2013

KITCHEN DETAILS

A3.4

SHEET or total




(2) 2x12 RIM JOISTS
AT PERIMETER OF DECK

SIMPSON L90Z REINFORCING
ANGLE (TYP USE AT RIM
/ JOIST INSIDE CORNERS)
| x 3/8" x 5" GALVANIZED LAG
| BOLT TO ATTACH CORNER

4x4 POSTS TO RIM JOISTS

2x8 JOISTS 24" O.C. (TYP)
WITH SIMPSON LUS-26
JOIST HANGERS

(2) 2x12 RIM JOISTS
AT PERIMETER OF DECK

i 2x2 BALLUSTERS
& 4" APART (TYP)

2x12 RIM JOIST

2x12 ATTACHED TO STAIR
STRINGER WITH L BRACKET

SIMPSON L-90Z
L-BRACKETS TO
ATTACH STAIR
STRINGER TO 2x12

[m]
i = o1 =
LI LI L L1 LI LI L] LI LI LI L1 LI

P11 P =
|
|

o i e D s

O O O O O O O O 1 1 O

=

i
/
_|_

I

I
/*
L1

|
I_ILIJ1—'I_I
|
|
|
1
|
|
L
S

T

T~ (2)2x12 RIM JOISTS

AT PERIMETER OF DECK

SIMPSON L-90Z BRACKETS USED TO
ATTACH STAIR STRINGER TO

TREATED 2x12
3/8" x 5" GALVANIZED LAG
BOLT TO ATTACH CORNER
4x4 POSTS TO RIM JOISTS
STAIR DETAIL PLAN D e

1 SCALE: 1/2" = 1-0"

2x6 TOP CAP
/ 2x4 TOP RAIL

10" MIN TREAD DEPTH

N 2x12 TREATED

STAIR DETAIL ELEVATION

l 2%12 TREATED

|
|
|
|
|
|
|
|
|
|
|
|
o
o
|
N
o
|
N
N
N
ri
e

NUMBER OF STAIRS
TBD ON SITE

2x12 STRINGER, LENGT
BY NUMBER OF STAIRS

SCALE: 1/2" = 1-0"

©

4

— < 4x4 POST (TYP)
£ 2x2 BALUSTERS, 4" APART
N 2x4 BOTTOM RAIL
2x6 BROWN TREATED DECKING
(DRY-DECK OR EQUIV.)
° (AT CORNERS) 3/8" x 5" GALV.
T LAG BOLTS TO ATTACH CORNER

4x4s TO RIM JOISTS

\ GLU-LAMS, CAPPED IN ICE &

WATER SHIELD

\ EXISTING PILES BEYOND

(HEIGHT TBD ON SITE)

H TBD 6" CARRIAGE BOLTS OFFSET
TO ATTACH 4x4s TO RIM JOIST
2x6 TOP CAP T ——
2x4 TOP RAIL — 2V
2x2 BALUSTERS,
MAXIMUM 4" OPEN
SPACE BETWEEN Y
i
)
N
N
2x4 BOTTOM RAIL
4x4 NOTCHED AT BOTTOM
2x6 BROWN TREATED DECKING e
(DRY-DECK OR EQUIV) \ \ ~
=TT
(2) 6" CARRIAGE BOLTS TO k /f\ ﬂ
ATTACH 4x4s TO RIM JOISTS = {]
(2) 2x12 RIM JOISTS, >< X
TOPS CAPPED IN ICE & = 1
WATER SHIELD v -

GLU-LAM, CAPPED IN

f ICE & WATER SHIELD

DECK HANDRAIL SECTION DETAIL

6" 12" 18"

SCALE: 1 1/2"= 1'-0"

DESIGNED BY: CCHRC
DRAWN BY: CD
No. Rev./Issue Date

DESIGN DOCUMENTS

NOTES:

** SOME WOOD FOR DECK
TO BE TREATED LUMBER
(SEE MATERIAL LIST) **

FAIRBANKS, AK 99708-2489

1000 FAIRBANKS STREET
(907) 457-3454
www.cchrc.org

P.O. BOX 82489
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A3.5

or total

SHEET




MECHA

230 IN.SQ. (OR EQUIV.)

FREE AREA

IF NO KIT IS AVAILABLE, INSTALL 4" MAKEUP AIR DUCT,
WITH COLD-TRAP, THROUGH FLOOR PLENUM BELOW HEAT SHIELD

SEALED COMBUSTION KIT PREFERRED

[SPECIFIC TO STOVE]

MU

WOOD STOVE J

L O

8x6x6 WYE

TEKMAR CONTROL
HRV CONTROL \\

/ 8x8x6 WYE 8x8x6 WYE *\

8x8x6 WYE 300 CFM

6x8 REDUCER

300 GAL.

wé,@

|
|
UNDER CABlNETJ@
ﬁNT
RETURN DUCT

HOOD RANGE
EXHAUST VENT

SCALE: 3/8"

NICAL PLAN

1|_ "

WATER
@ g ﬂ: TANK
[ ] }u | access |
@SUPPLYAIR \ |
- IN ATTIC } I \ ‘
LT | \ 230 IN.SQ.
4 \\‘ } | | L (OR EQUIV.)
I J | ; } L J FREE AREA
= H = } ;‘
————— M — g
N S foff]}\[ ]
6" RIGID FORJ': a4 ih
N L \j®
: - \ |2 =
E m \E E E ‘ E R IZRNY Er E E E
6 4l e 1
g ‘ : M I 1oy i ] f
\ : £
: : : : BT BRI T st Sl .

INLINE FAN

|
/WATER FILL |
|
\ |
] |
|
|
|

GENERAL NOTES:

01. Exhaust and intake hoods should be at least 18’ above ground or above snow drift height.
02. Locate supply air registers approximately 12” from floor unless otherwise noted.
03. Return air grilles in kitchen and bathroom shall be located in ceilings. Return air grille in
mechanical room may tee off return air ducting.
04. Ventilation requirements:
a. Close all exterior doors and windows.
b. Balance HRV per manufacturer’s instructions.
c. With inline duct fan OFF and HRV ON at HIGHEST airflow setting (Speed Range 1 -
see manufacturer’s installation guide) and at MAXIMUM speed:
i.  Ensure supply airflow is at least 100 CFM (regardless of whether the HRV is in
“ventilate” or “recirculate” modes)
ii.  Adjust return air grilles in bathroom and kitchen to 240 CFM each.
iii. Adjust return air grille in mechanical room to 218 CFM
iv. Adjust supply air diffusers/louvers to 218 CFM
d. Re-balance HRV per manufacturer’s instructions.
e. Ensure HRV fan speed is on Speed Range 1. (see manufacturer’s installation guide)
05. Put attic access (at least 30” x 227) in mechanical room to access inline fan.
06. Install grille in mechanical room ceiling to allow airflow between attic and mechanical room.
07.  All ducting in attic shall be insulated with minimum R-4 insulation
08. Kitchen makeup air: Drop down in wall and bring in behind refrigerator. Reverse P-trap for
! cold air trap.
09. Locate HRV boost switch in bathroom.
Locate HRV main controller in central living area.
11. Flex Duct Installation
a. All flex duct shall be installed fully extended: DO NOT install in the compressed state
or use excess lengths (using more than necessary to get from A to B, and leaving the
excess curling around).
Avoid bedding ducts across sharp corners or incidental contact with metal fixtures pipes

or conduits. Radius at centerline shall be no less than one duct diameter.
A c. Requires support at no more than five foot intervals.
12.  Install cold air trap in:
a. Kitchen make up air duct.
b. Range hood exhaust duct.
: c. Mechanical room outside make up air.
13.  All exhaust hoods shall have a back draft damper (unless specified otherwise).

- b.

DESIGNED BY: CCHRC
DRAWN BY: CD
No. Rev./Issue Date

DESIGN DOCUMENTS

NOTES:

IMC 2006 CODE NOTES:
501.2.1:

HRV EXHAUST - MIN 3'-0"
SEPARATION FROM OPERABLE
WINDOWS, MIN 10'-0" FROM
MECHANICAL INTAKES

504.4:

DRYER AND RANGE HOOD
EXHAUST - MIN 10'-0" FROM MECH
INTAKES

MECHANICAL KEY

= ¢=)» CONCENTRIC VENT

HOOD

;K 6'-0" MIN r T
ﬁ ) ( ) ( HRV EXHAUST

KITCHEN MAKE UP AIR DRYER VENT

INTAKE

EXHAUST FAN W/
HUMIDISTAT CONTROL

_EXHAUSTHOOD

|
\
|
|
|
|
: WATER OVERFLOW* :
| R MBS TN A | [1=p EXHAUST
| | |
HRV INTAKE HOOD : H] <>j INTAKE
| | |
; "1 DUCT IN-CEILING
| \ |
|
j -----—- : | N FAN
| |
| | 1 VENT
\ \
SOLLS ONF DEGK 1O AVOID It s  6"OVALDUCT
BUILDUP ON DECK. WRAP PIPE
WITH HEAT TAPE AND INSULATION
w)  MAKE UP

FAIRBANKS, AK 99708-2489

1000 FAIRBANKS STREET
(907) 457-3454
www.cchrc.org

P.O. BOX 82489
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PANASONIC FV-30NLF1
IN-LINE DUCT FAN

VALUTECH HTL 16X18, 30,000
BRU PER HR. HEAT EXCHANGER

FA

FILTERS

SUPPLY

T

TEMPERATURE

f SENSOR

- REAYTO
< POWER FAN
\

—~ (@)

GENERAL NOTES

1. SUPPLY AIR (SA) DUCTS TO BE INSULATED

2. SADIFFUSERS TO TERMINATE WITHIN 12" OF FLOOR
3. HRV TO BE BALANCED PER MANUFACTURERS INSTRUCTIONS
4. SA DAMPERS USED TO ENSURE SAME AIRFLOW TO EACH ROOM

5. ADDITIONAL TEMPERATURE SENSOR AT SA DUCT DIFFUSER FURTHEST FROM HRV

SUPERSTOR 80
(IF SOLAR) HOT WATER

WATERMAKER

EXHAUST SUPPLY

VENMAR 1.5

EKO HRV
INTAKE RETURN

1

END SWITCH (TYP.)
SEE ENLARGED VIEW

-

MAKEUP WATER

\ EXPANSION TANK

~
(v
N
Bl
1 /\ 1
N

|

|

= »
T N |
: ZONE VALVE CONTROL |
AIR SEPARATOR |

ﬁ

i N T POPOFF VALVE DHW

THERMAL EXPANSION TANK
n n T COLD WATER

‘ JN
AQUASTAT CONTROL A /

FOR ZONEVLA\LXE ]

DESIGNED BY: CCHRC
DRAWN BY: CD
No. Rev./Issue Date

DESIGN DOCUMENTS

/7 6" ADJ 90@\

D

4{
- TEKMAR CONTROLLER
T CONTROLLER D511
BURNHAM LE
- BOILER
— 1
@ BrHEAThe SYSTEM DIAGRAM
ZONE VALVE FOR
BrHEAThe UNIT HEATER - TEKMAR CONTROLLER
—— END SWITCH (TYP) ot . s 4l s GEV
@ H R Ilc| lcom |s1 's2 |HEAT
ZONE VALVE (TYP) > L2 .
++++++++++ o 5 1
END SWITCH TEMPERATURE
Q/L{) JL{ B ES SENSOR FOR
********** — = AIR DUCT

ENLARGED VIEW OF END
SWITCHES & ZONE VALVES

LA LA

TO BOILER 24VAC POWER
CONTROLS SUPPLY

DETAILED SCHEMATIC OF
CONTROLLER WIRING

6" PLASTIC
STACK HOOD

12" C.L.
ABOVE FLOOR

TYPICAL WALL SECTION
(6" X 8' OVAL DUCT)

NOTES:
-
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ELECTRICAL PLAN

METER

SCALE: 3/8"

= 1 l_oll

RECEPTACLE
GFI RECEPTACLE

50A SERVICE

SWITCH

3-WAY SWITCH
SMOKE DETECTOR
OUTDOOR LIGHT
SCONCE LIGHT

T8 FIXTURE

SURFACE
MOUNT LIGHT

R RECESSED
CAN LIGHT

Yo ewe ©ee

THREE BEDROOM
PANEL LAYOUT

DESIGNED BY: CCHRC

DRAWN BY: CD

No. Rev./Issue Date

DESIGN DOCUMENTS

01 BEDROOM 1} 02 KITCHEN ¢
03 BEDROOM 2 & 317{ 04 KITCHEN®
05 LVG RM & & 06 BOILER

07 HBH EXT ® 08 HRV & PUMP

09 WASHER 10 DHW
11 DRYER 12 DHW
13 DRYER 14 RANGE

15 FREEZER & ENTRY({ 16 RANGE

NOTES:
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DESIGNED BY: CCHRC
DRAWN BY: CD

| 3" VTR 172
— j 1/2 v No. Rev./Issue Date
/ ‘ C/wW
112~ . P LAV j BOILER 3/4
— - — c/o 7 c |4 HOT
B d g }3 c | H LAV MIXER DESIGN DOCUMENTS
WiCT 1/2 COLD
1 1/2‘
| 3 TUB- wic—
{J 2 TUB U2 K/SINK C
3/4 NOTES:
PUMP
5 DOMESTIC WATER VENTING 1 POTABLE WATER
NOTES:
PLUMBING WALL = = = = 1. USE 6 MIL POLY TO MAKE
- 2 oD A = - : = COMPLETE ENVELOPE THAT RUNS
- - 7 g = £ g THE LENGTH OF THE ENTIRE
- 3" CLEAN OUT IN WALL FOR SERVICING g g % g PLUMBING WALL AND THE WIDTH
MAIN SEWER DRAIN | I | | BETWEEN FLOOR TRUSSES FOR
LEAK PROTECTION
- | 2. URETHANE MAY BE APPLIED
= = _ - FROM BELOW AGAINST - 8
- - NOTE: UNDERLAYMENT. ALLOW PIPES TO L3
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